
54" - 96"

12"-16"

4'-0" PRECAST

MANHOLE STACK

STEPS

STANDARD MANHOLE

12"

42" MAX.

MANHOLE STACK OUTER DIAMETER+30"

10"

10"

AT 12" CENTER-TO-CENTER

NO. 5 BARS BOTH WAYS

A

A

SECTION A-A

PRECAST STACK

TO BE FORMED IN.

GENERAL CONSTRUCTION

REQUIREMENTS SAME

AS STANDARD 48"

NOTE:

NO. 5 BARS AT 12" CENTER-TO-

CENTER BOTH WAYS THROUGHOUT

(UP TO 20' DEPTH)

ADDITIONAL STEPS PLACED

AS NEEDED

MANHOLE.

BASE SHALL BE CONSTRUCTED

OF 4,000 PSI CONCRETE.

EVENLY

SPACED
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I
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.

POURED IN PLACE BASE 54" - 96"

Scale: N.T.S.

Created: January 1, 2002

STR-12-2

City Utilities

Design Standards

Manual

Revised: October 21, 2015


