
FINISH GRADE

CHECK VALVE

3/4" CORP. STOP 

INSTALLED IN PIT

CONCRETE

STANDARD METER

PIT & COVER

PVC PIPING

10' OF 1/2"

AIR RELIEF

MECHANISM

(LENGTH & SLOPE

3/4" COPPER TUBING

TO BE DETERMINED

IN THE FIELD)

3/4" TAP VALVE

DI WATER MAIN

16" AND LARGER

LINE BOTTOM OF PIT WITH

PEA GRAVEL FOR DRAIN

(1/2 YD 3 MIN.)

4" x 48" STEEL PIPE

36"

12"

PAINTED SAFETY YELLOW

FILL WITH CONCRETE

(2 COATS)

4 EA - SPACE 18" FROM PIT,

36" APART (RECTANGULAR FORMATION)
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AIR RELIEF VALVE:  VAL - MATIC VALVE 

CORP. MODEL 15A.3 1" ARS 175 PSI

RISE

FASTENER

AIR RELEASE STRUCTURE TYPE "B"
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