




 



 
     

Disinfectants & Disinfection By-Products

Chlorine ppm 4 4 Yes 1.89 1.33 - 1.89 Additive used in drinking water treatment process to control bacteria

Chlorine Dioxide ppb 800 800 Yes 228 38 - 228 Additive used in drinking water treatment process to control bacteria

Chlorite ppm 0.8 1 Yes 0.924 0.367 - 0.924 By-product of drinking water disinfection

Haloacetic Acids (HAA5) ppb NA 60 Yes 26.25 4.5 - 41.9 By-product of drinking water disinfection

Total Organic Carbon (TOC) mg/L NA TT Yes   NA Naturally present in the environment

TTHMs (Total Trihalomethanes) ppb NA 80 Yes 40.05 20.1 - 70.3 By-product of drinking water disinfection 

Inorganic Compounds

Fluoride ppm 4 4 Yes 0.86 0.22 - 0.86 Erosion of natural deposits; water additive that  
       promotes strong teeth; discharge from fertilizer  
       and aluminum factories

Nitrate (measured as Nitrogen) ppm 10 10 Yes 4.09 0.205 - 4.09 Runoff from fertilizer use; leaching from septic systems;  
       sewage discharge; erosion of natural deposits

Nitrite (measured as Nitrogen) ppm 1 1 Yes 0.04 0.00 - 0.04 Runoff from fertilizer use; leaching from septic systems;  
       sewage discharge; erosion of natural deposits

Sodium ppm 0 NA NA 32 8.9 - 32 Naturally present in the environment

Barium ppm 2 2 Yes 0.013 0.0071 - 0.013 Discharge of drilling wastes; discharge from metal refineries;  
       erosion of natural deposits

Chromium ppm 0.1 0.1 Yes 0.072 0.00 - 0.072 Discharge from steel and pulp mills;    
       erosion of natural deposits

Sulfate ppm NA NA NA 59  Naturally occurring compound

Microbiological Contaminants

Total Coliform % of positive 0 5 Yes 1.78 0 - 1.78 Naturally present in the environment 
 samples monthly

Turbidity % of samples 100 95 Yes 100% 100 - 100 Soil runoff 
 below 0.3 NTU    

Turbidity   NA TT Yes 0.23 NA  Soil runoff  

Cryptosporidium oocysts/100 L 0 TT Yes 0 NA Human and animal fecal waste

Volatile Organic Compounds

NA             

Synthetic Organic Compounds

Atrazine ppb 3 3 Yes 0.3 0.0 - 0.3 Runoff of herbicide used on row crops

Unregulated Compounds

Metolachlor ppb NA NA NA 0.3 0.0 - 0.3 Runoff of herbicide used on row crops

Inorganic Contaminants      

Copper ppm 1.3 90% of samples taken Yes 0.137 Samples taken = 50 samples Corrosion of household plumbing systems;   
   below AL = 1.3   Exceeding AL = 0 erosion of natural deposits

Lead ppb 0 90% of samples taken Yes 14.9 Samples taken = 50 samples Corrosion of household plumbing systems;  
   below AL = 15   Exceeding AL = 5 erosion of natural deposits






